MEASUREMENT SYSTEMS FOR THE ENERGY PRODUCED BY A PHOTOVOLTAIC SYSTEM AND CONSUMED BY A BUILDING IN THE LUBLIN SCIENCE AND TECHNOLOGY PARK

Arkadiusz Malek
University of Economics and Innovation in Lublin, Faculty of Transport and Computer Science, Lublin, Poland

Abstract. The article contains a description of systems for measuring the energy produced by the photovoltaic system and its consumption by a building. The photovoltaic system consists of two micro-installations supplying two parts of the Lublin Science and Technology Park. An internet platform for monitoring photovoltaic plant operation is presented. The power generated and the amount of electricity produced are assessed. Also, an innovative system for monitoring and analysing the consumption and production as well as the efficient use of electricity in individual parts of the building is described. Based on the measurements carried out, the production of energy exceeded its consumption in one part of the building.

Keywords: photovoltaic systems, energy measurement, energy management, smart devices

SYSTEMY POMIARU ENERGII PRODUKOWANEJ PRZEZ SYSTEM FOTOWOLTAICZNY I POBIERANEJ PRZEZ BUDYNEK LUBELSKIEGO PARKU NAUKOWO-TECHNOLOGICZNEGO


Słowa kluczowe: system fotowoltaiczny, pomiar energii, zarządzanie energią, inteligentne urządzenia

Introduction

Subjects related to the design, construction and control of energy produced by photovoltaic systems are eagerly taken up by scientists from various scientific disciplines. This is due to the mechatronic nature of photovoltaic farms. They contain mechanical components and electronic control based on measured and processed signals. Photovoltaic systems are devices of the Internet of Things capable of communicating with each other and with the building they supply.

Photovoltaics is one of the main global trends related to obtaining energy from renewable energy sources (RES) [25]. It is an estimated billion dollar market as an alternative to obtaining energy from fossil sources [6]. It turns out that this trend can be combined with other trends, such as Electro mobility. Electric cars, charged with electricity produced by photovoltaic systems [27], become completely zero-emission vehicles [17]. In addition, the increasing number of electric vehicles in Poland [32] and in the world will need large amounts of electricity to charge them [19].

Photovoltaic systems may be divided into stationary and mobile ones. Stationary ones are usually mounted on the roofs of buildings or on the ground [21]. Special ground structures are often created for the production of electricity and shadow generation for parked vehicles – so-called carports [27]. Having a source of electricity next to a parked vehicle, means that it may be used to charge parked electric vehicles [26]. Photovoltaic systems are mounted on various types of vehicles. First, public transport buses began to be used because of the availability of a large area for the installation of photovoltaic panels [30]. Researchers studied the subject of the safety of mobile photovoltaic systems [28] and their productivity [13]. Flexible photovoltaic panels can also be mounted on various body parts of passenger vehicles [14].

A very important area of research and development of photovoltaic system components is material engineering, providing innovative materials for the construction of photovoltaic system and energy inverters. Currently, composite materials [15], metal nanofibers [23], polymers [29] and perovskites [22] are used for the construction of panels. Modern materials are characterized by increasing efficiency, lower price and greater durability to weather conditions which may lead to degradation in photovoltaic system performance [18]. Therefore, these mechanisms should be thoroughly understood in order to effectively counteract them [3].

One of the very popular and useful areas for researching photovoltaic systems is their diagnostics. Intelligent algorithms allow quick and precise detection of irregularities in the operation of a photovoltaic system [10, 24].

In order to effectively control the photovoltaic system itself and the use of produced energy, it is necessary to make precise measurements with a high degree of accuracy. Scientists are still working on the evaluation of mathematical methods characterizing the electrical parameters of photovoltaic panels [2]. The relationships between electrical parameters characterizing the photovoltaic system are very important [7]. Measurements are also very important in managing the energy produced and its use for charging energy storage batteries [1]. The measured parameters are processed and used to optimize the system operation. Developed control algorithms should thoroughly be validated in real conditions [31]. Modern photovoltaic inverters and energy management systems are increasingly advanced and have innovative functions related to the detection of the amount of dirt on panels and the generation of messages about the need to clean them [20]. Short circuits in the installation are also automatically detected and precisely located [5]. Many systems have the ability to monitor the parameters of each panel using individual optimizers [9, 11, 27].

The construction of a photovoltaic installation is widely recognized as a way of becoming independent of the energy produced by Energetic Groups. Every investor, be it an individual or an institution, is looking for the possibility of obtaining a return on the funds invested in the photovoltaic systems in the shortest possible time. By definition, this approach must involve the total or maximum use of energy produced for own needs. Any other eventuality associated with the sale of surplus energy extends the return on investment time. This is due to the manner in which electricity distributors and sellers account for electricity which is unfavourable for renewable energy producers [12]. Intelligent measuring systems are used to accurately measure the electricity produced by the photovoltaic system and the energy consumed by the building.

The Lubelskie Voivodship is located in one of the regions of Poland, considered to be optimal for the use of photovoltaic energy. The insolation is of course different in individual regions of the country and it ranges from 900 kWh/m² to 1200 kWh/ m², which can be seen on the map prepared on the basis of the data of the Institute of Meteorology and Water Management (Figure 1).
Significant nationwide photovoltaic energy resources in the region are potentially an opportunity for the region to achieve the position of the national leader in the use of photovoltaic energy used both for heat production and electricity generation.

1. Research object

There is a ground photovoltaic system in front of the building of the Lublin Science and Technology Park (LSTP). These are 2 micro installations with a peak power output of up to 40 kWp each using polycrystalline photovoltaic panels. The system was launched at the end of November 2018 and its appearance is shown in Figure 2. LSTP received funding from the Lublin Agency for Enterprise Support for the construction of the system. LSTP implemented the "Photovoltaic installation project on the ground next to the building of the Lublin Science and Technology Park" co-financed by the European Regional Development Fund under the Regional Operational Program of the Lublin Voivodship for 2014–2020, Priority Axis 4 "Environmentally friendly energy", Measure 4.2 "Energy production from renewable energy in enterprises." The goal of the project is to increase the energy efficiency of the company by building a photovoltaic system in Lublin, next to the LSTP building as part of the project, 2 photovoltaic micro installations with a capacity of up to 40 kWp were built. The project value is PLN 373,920.00, and the grant is PLN 135,324.99, which accounted for 45% of the eligible costs of PLN 300,500.00.

Both micro-installations were connected to two parts of the building and power various types of electric devices. The first micro-installation powers Section 4 of the building, in which most of the electricity supplies the servers of the Centre for Supervision over Eastern Poland Broadband Network. The second micro-installation supplies Section 5 of the building where the offices of the LSTP Board as well as offices and laboratories of tenants are located. The main consumers of electricity in this part are: lighting, air conditioning, office equipment and equipment of low-power research laboratories.

General scheme of the electrical connection of the photovoltaic plant to the building of the Lublin Science and Technology Park is presented in Figure 3.

The aim of the research is to use systems for measuring energy produced by the photovoltaic system and consumed by the LSTP building in order to energy management. In turn, the goal of energy management is the maximum use of electricity produced by the photovoltaic plant for own needs. This approach will allow for the fastest return on investment in the photovoltaic system.

2. Measurement of energy produced by the photovoltaic system

Almost all currently offered photovoltaic inverters have the function of measuring instantaneous power and the amount of produced energy. This measurement data can be transferred by wired or wireless transmission techniques to the server of the inverter manufacturer. After setting up the account and configuring it, the photovoltaic system administrator has access to the most important data related to the system operation [34]. Depending on the type of inverter, the volume of the data is extremely variable. They include a regular measurement of the system power (in kW) or individual strings or even individual panels, which usually takes place every 15 or 20 minutes. In addition, the system records the amount of energy produced (in kWh). Producer of the inverter wrote in User manual: "The display values may deviate from the actual values and must not be used for billing purposes. The inverter's measurement values are required for the operational control and to control the current to be fed into the electricity grid. The inverter does not have a calibrated meter."

Figure 4 presents the course of continuous power generated in total by 2 micro-installations 2x40 kWp on a sunny June day of 2019. It could be observed a very smooth increase in the generated power depending on the height of the sun above the horizon. The lack of large decreases and increases in the generated power means that the measurement concerned a completely cloudless day. The photovoltaic system with a total power output of 80 kWp generated a maximum power of 68769.7 W, which is 85.96% of peak power, which is measured in properly defined conditions.
Photovoltaic energy production on individual days of the month is shown in Figure 5.
The ports, data export and API access are hardware used, and power demand is very small.

- An application – an application for Android smartphones, used when synchronizing data from a device (via Bluetooth Low Energy) and as an online gateway.
- A Cloud – an internet platform on which readings preview, profiles, charts, reports, data export and API access are available.

The main advantages of measuring system are simplicity (installation takes place within a few minutes) and versatility. The system may be used by both home users as well as enterprises and companies seeking to optimize energy costs.

The device works with meters in both one- and three-phase electricity grid installations.

It is mounted on the optical port of the energy meter and obtains measurement data through the IEC 62056-21 protocol, making it compatible with many meter models of the largest manufacturers (Aparat, Landis + Gyr, Iskra, Pozyton et al). The team has recently implemented the SML (Smart Meter Language) protocol used in meters in Germany and is working on adding meter support via the DLMS protocol. In this case the accuracy of measurement depends on other device – electricity meter. Metering accuracy of active/reactive energy is Class B (1.0)/2.0 respectively.

The measuring system Home version retrieves active energy consumption data and allows users to track costs, while the Business version also provides reactive energy data and allows users to adjust the ordered power. If measuring system is mounted on a bidirectional energy meter, the user also receives information about the energy fed into the energy grid, which is important for owners of photovoltaic systems.

The measuring system team is currently developing the second generation of the product called IoT based on LoRA, LTE-M and NB-IoT communication. The works are carried out with the technological support of Nordic Semiconductor. The project received a grant from the National Centre for Research and Development, which also includes intelligent algorithms and additional energy management tools.

2x40 kWp micro-installations have very similar instantaneous power generated, which provide into very similar amounts of energy produced. Data from the system can be considered separately for each of the micro-installations or for their sum (as in Figure 6). Measurement data can be exported at any time using the Export button visible in the diagram.

![Fig. 4. Power generated by 2 micro-installations 2x40 kWp (total) on June 9, 2019](image)

![Fig. 5. Energy generated by 2 micro-installations 2x40 kWp on individual days of the month of June 2019](image)

![Fig. 6. Energy generated by 2 micro-installations 2x40 kWp on June 9, 2019](image)

3. The requirement of the LSTP building for electricity

The amount of energy drawn from the power grid and the surplus fed into it can be measured using a two-way electricity meter. Innovative measuring system was used to automatically obtain data from electricity meters installed in LSTP Sectors 4 and 5. The device is confirmation that innovative products have their origin and practical application in LSTP.

Used measuring system is an innovative system for monitoring, analysing consumption and production as well as the efficient use of electricity [4, 16, 35]. Its appearance is shown in Figure 7.

It consists of:

- A hardware – a small, battery-powered device that reads measured data from an energy meter.
- An application – an application for Android smartphones, used when synchronizing data from a device (via Bluetooth Low Energy) and as an online gateway.
- A Cloud – an internet platform on which readings preview, profiles, charts, reports, data export and API access are available.

The main advantages of measuring system are simplicity (installation takes place within a few minutes) and versatility. The system may be used by both home users as well as enterprises and companies seeking to optimize energy costs.

The device works with meters in both one- and three-phase electricity grid installations.

It is mounted on the optical port of the energy meter and obtains measurement data through the IEC 62056-21 protocol, making it compatible with many meter models of the largest manufacturers (Aparat, Landis + Gyr, Iskra, Pozyton et al). The team has recently implemented the SML (Smart Meter Language) protocol used in meters in Germany and is working on adding meter support via the DLMS protocol. In this case the accuracy of measurement depends on other device – electricity meter. Metering accuracy of active/reactive energy is Class B (1.0)/2.0 respectively.

The measuring system Home version retrieves active energy consumption data and allows users to track costs, while the Business version also provides reactive energy data and allows users to adjust the ordered power. If measuring system is mounted on a bidirectional energy meter, the user also receives information about the energy fed into the energy grid, which is important for owners of photovoltaic systems.

The measuring system team is currently developing the second generation of the product called IoT based on LoRA, LTE-M and NB-IoT communication. The works are carried out with the technological support of Nordic Semiconductor. The project received a grant from the National Centre for Research and Development, which also includes intelligent algorithms and additional energy management tools.

![Fig. 7. Appearance of the measuring device](image)

Two measuring system Business devices were purchased and installed. The measuring device, in the form of a beacon, works with bidirectional electricity meters on the LSTP Sectors 4 and 5. Then, via Bluetooth transmission, it transmits the measurement data obtained from the energy meter to the cloud. Data collected in the cloud can be displayed in the form of readable charts both on a PC and on a mobile device [3]. In June 2019, LSTP photovoltaic plant produced 13.8 MWh of electricity (data from Figure 8) and production from both installations was very close to the 50:50 ratio (according to Figure 6).

From the Sector 4 measurement data, it appears that almost all the energy produced by 1 micro-installation is used for the LSTP building’s own requirements. The surplus produced and sold to the power grid was only 616 kWh compared to consumption of almost 12 MWh. Almost total use of energy produced for own needs is a method for quick return of money invested in the photovoltaic system.
The situation in the Sector 5 of LSTP looks worse as shown in Figure 9. Compared to Segment 4, there is much lower daily energy consumption and a much larger surplus of energy produced. Predictions regarding the increase in energy consumption in Sector 5 during the summer did not come true. In the spring months from March to May, the building’s management observed sporadic use of air conditioning by both LSTP administrative staff and tenants. A very warm June completely changed the situation and very frequent or continuous use of all available air conditioning during work was noted. This resulted in an increase in energy consumed by Sector 5. But the increase was more than offset and the surplus of energy production in June increased compared to April and May.

The surplus of energy produced by enterprises is resold to an energy seller at a very unfavourable price constituting less than 25% of the total purchase price (including distribution and sale). This means a 4-fold increase in the payback time in the case of a large ratio of surplus energy sold to the distributor. To counteract this situation, the option of connecting other Sectors to Sector 5 should be considered. However, the situation is complicated by the ownership structure and the current design of the electrical network throughout the building.

The overview of consumption on weekdays (Figure 10) and on weekends (Figure 11) showed that the surplus of energy produced is much higher on non-working days.

The Cloud internet platform allows users to generate graphs of selected parameters, view meter readings and generate graphical reports from a selected period of time [4]. Standard charts allow users to track during the year, month, week, day (hour) and day (quarter hour):

- Active energy consumed (Energy A+),
- Energy given away (Energy A-),
- Reactive energy.

These data are raw data and carry a lot of useful information. They can clearly show when the preordered power is exceeded in a selected period. However, much more information can be obtained from reports that the online platform offers to generate automatically. Such an energy consumption report is divided into 3 parts, which correspond to the tabs on the platform:

1) Energy costs,
2) Energy consumption,
3) Power consumption.

The graphs of consumption profiles in the Power consumption tab seem to be very interesting [1]. The graph in Figure 12 shows the profile of active power consumed during the day. The minimum, maximum and average values are presented in 15-minute intervals. The profile clearly shows the night consumption values when the photovoltaic system is not working. During the day, the impact of energy produced by the micro-installation is visible, which during photovoltaic hours reduces the power consumed by Sector 5 to values close to zero. Maximum values occur on days of very low sunlight, when the power generated by the photovoltaic system is not able to cover the needs of Sector 4. Therefore, the maximum values inform users about the potential power consumption of the building without a photovoltaic system.
This is the output of the producers of the measuring system to electricity consumers characterized by differentiated power consumption over various periods of time. Such extensive analysis capabilities allow users to detect certain relationships and use them in effective management of energy produced and consumed.

The graph in Figure 14 shows the trend of active power consumption in the selected range as in the example of a box graph. Using a given graph, it is possible to identify whether the active power consumption trend is symmetrical, how much data is grouped, and whether and how the power consumption trend is distorted.

Of course, the producers of the platform provide a detailed description of all values displayed in the form of a box chart for all interested parties – see Figure 15.

![Fig. 14. 15-minute medium power – box chart in Sector 5 LSTP in the month of June 2019](image1)

The load duration curve, shown in Figure 16, describes the power consumption over the selected period. For example, a value of 1 kW for 10% means that for 10% of the period the power consumption was greater than or equal to 1 kW. It can also be read for how long was exceed the preorder power.

![Fig. 16. Load duration curve for active power in Sector 5 LSTP in the month of June 2019](image2)

Table 1 presents the values of energy consumed and given away to the power grid in various months of 2019. Sector 4 LSTP is characterized by high monthly electricity consumption. The amount of energy returned to the external grid is very small. This means that almost all the energy produced by the photovoltaic micro-installation is used for own needs. Sector 5 LSTP has a much lower monthly energy consumption than Sector 4. In addition, Sector 5 is not able to use all the energy produced by the photovoltaic system. In individual months, the surplus of electricity produced was found to range from 964.4 to 2622.4 kWh.

Table 1. Active energy consumed and energy given away in various months of 2019 year in Sector 4 and 5 LSTP

<table>
<thead>
<tr>
<th>Month</th>
<th>Sector 4</th>
<th>Sector 5</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Energy consumed [kWh]</td>
<td>Energy given away [kWh]</td>
</tr>
<tr>
<td>April</td>
<td>12 123.0</td>
<td>568.0</td>
</tr>
<tr>
<td>May</td>
<td>12 696.5</td>
<td>594.0</td>
</tr>
<tr>
<td>June</td>
<td>11 973.5</td>
<td>616.0</td>
</tr>
<tr>
<td>July</td>
<td>12 740.0</td>
<td>527.5</td>
</tr>
<tr>
<td>August</td>
<td>14 735.0</td>
<td>417.5</td>
</tr>
<tr>
<td>September</td>
<td>13 560.0</td>
<td>376.5</td>
</tr>
<tr>
<td>October</td>
<td>15 009.5</td>
<td>109.5</td>
</tr>
</tbody>
</table>

These are significant amounts of energy given away in Sector 5 that can significantly affect the payback time of an investment in a photovoltaic micro-installation. The author propose to use the excess energy produced to charge electric cars.

4. Summary and conclusions

A photovoltaic system consisting of two micro-installations with a power output of up to 40 kWp each was built to supply electricity to two sectors of the Lublin Science and Technology Park. The manager of the photovoltaic system has set himself the goal of returning the money invested in its construction in the shortest period of the time. The way to achieve it is total or maximum use of energy produced for own needs. Any other eventuality associated with the sale of surplus energy extends the return on investment time. This is due to the method of business practices electricity distributors and sellers which are unfavourable for the RES energy producers. The presented online platform for monitoring photovoltaic system operation is a very useful tool for monitoring performance and diagnosing photovoltaic system operation. It was used to assess the power generated and the amount of electricity produced by the photovoltaic system. An innovative system for monitoring, analysing consumption and production as well as efficient use of electricity in individual building sectors produces very wide possibilities. With its help, a surplus of produced energy was found in one of the sectors.

Sector 4 LSTP is characterized by high monthly electricity consumption. The amount of energy returned to the external grid is very small. This means that almost all the energy produced by the photovoltaic micro-installation is used for own needs. Sector 5 LSTP has a much lower monthly energy consumption than Sector 4. In addition, Sector 5 is not able to use all the energy produced by the photovoltaic system. It was proposed that it should be used to charge electric vehicles.

Bibliography


Ph.D. Eng. Arkadiusz Malek

e-mail: arkadiusz.malek@wsei.lublin.pl

Assistant professor at the Faculty of Transport and Computer Science at the University of Economics and Innovation in Lublin. Machine, tooling and vehicle designer. In his scientific work, he deals with the use of alternative fuels for vehicle propulsion (LPG, CNG, E85, H2). Designer of photovoltaic systems for charging electric vehicles. Coordinator of many research and development projects. He actively cooperates with companies to apply to national and EU projects for research and development in enterprises. A long-time employee of the Lublin Science and Technology Park.

ORCID ID: 0000-0001-7772-2755

otrzymano/received: 20.08.2019 przyjęto do druku/accepted: 06.12.2019